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GVM DETAILS

VENTILATED FACADE PORCELAIN

FIRST SUBMITTAL

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

0.0

COVER PAGE



WALL ANCHOR
BASED ON STUD TYPE

GV ALUMINUM BRACKET
(6063-T6)

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

WATERPROOFING
(OPTIONAL)

ALUMINUM L-PROFILE
(6063-T6) BLACK ANODIZED

THERMAL BREAK & DIELECTRIC SEPARATOR
(OPTIONAL)

1
4" Ø S.S. 300 SERIES
FASTENER (Fu = 75 ksi) AT
EACH VERTICAL GIRT.

SECURED FASTENER
LEVELING BOLT

ALUMINUM CLEAT

ELASTIC SEPARATOR
KEIL ANCHOR BOLT

1
4" S.S. 300 SERIES

FASTENER

PORCELAIN PANEL

ALUMINUM C-RAIL

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

0.0

GVM SYSTEM PROJECTION



SIGN

EIFS BAND

EIFS BAND
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GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

0.0

GVM DETAIL PROJECTION



4"

1"

6"

COPING (BY OTHERS)

GVM PARAPET DETAIL1

3
8"

BLOCKING (BY OTHERS)

LEVELING BOLT AT
TOP C-HANGER

SECURED FASTENER

INSULATION (OPTIONAL)

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

TRANSITION MEMBRANE
(BY OTHERS)

43
4"±1/2"

WEATHER MEMBRANE
(OPTIONAL)

THERMAL BREAK
(OPTIONAL)

BRACKETCL

C-CLIP & C-RAILCL

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

PORCELAIN TILE

GV ALUMINUM BRACKET
(6063-T6)

INTERIOR
SHEATHING
(BY OTHERS)

EXTERIOR
SHEATHING
(BY OTHERS)

ELASTIC SEPARATOR 2mm

KEIL ANCHOR BOLT

ALUM. CLEAT (6063-T6)

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

1
4" Ø S.S 300 SERIES FASTENER (Fu = 75
ksi) AT EACH VERTICAL GIRT.

STUD FRAMING
(BY OTHERS)

WALL ANCHOR
BASED ON STUD TYPE

1
2"

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

1

GVM @ PARAPET



ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

PORCELAIN TILE

EXTERIOR SHEATHING
(BY OTHERS)

GVM INTERMEDIATE DETAIL2

INSULATION (OPTIONAL)

GV ALUMINUM BRACKET
(6063-T6)

WEATHER MEMBRANE
(OPTIONAL)

THERMAL BREAK
 (OPTIONAL)

3
8"

43
4"±1/2"

INTERIOR SHEATHING
(BY OTHERS)

BRACKETCL

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

WALL ANCHOR
BASED ON STUD TYPE

STUD FRAMING
(BY OTHERS)

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

2

GVM @ INTERMEDIATE



6"

1"

INSULATION (OPTIONAL)

ELASTIC SEPARATOR 2mm

KEIL ANCHOR BOLT

1
4" Ø S.S 300 SERIES FASTENER
 (Fu = 75 ksi) AT EACH VERTICAL GIRT.

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

ALUM. CLEAT (6063-T6)

GV ALUMINUM BRACKET
(6063-T6)

TRANSITION MEMBRANE
(BY OTHERS)

WEATHER MEMBRANE
(OPTIONAL)

THERMAL BREAK
(OPTIONAL)

3
8"

43
4"±1/2"

EXTERIOR SHEATHING
(BY OTHERS)

INTERIOR SHEATHING
(BY OTHERS)BRACKETCL

C-CLIP & C-RAILCL

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

PORCELAIN TILE

WALL ANCHOR
BASED ON STUD TYPE

PERFORATED ALUM.
TRIM (OPTIONAL)

GVM WALL BASE DETAIL3

STUD FRAMING
(BY OTHERS)

1"

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

3

GVM @ WALL BASE



1"

HEAD CONDITION
(BY OTHERS)

6"

GVM HEADER CONDITIONS DETAIL4

WEATHER MEMBRANE
(OPTIONAL)

INSULATION (OPTIONAL)

EXTRUDED ALUM. HEADER
FLASHING DRIP LIP

BACKER ROD & SEALANT
(BY OTHERS)

ALUM. C-RAIL (6063-T6) BLACK ANODIZED

GV ALUMINUM BRACKET (6063-T6)

TRANSITION MEMBRANE
(BY OTHERS)

THERMAL BREAK
(OPTIONAL)

3
8"

43
4"±1/2"

INTERIOR SHEATHING
(BY OTHERS)

BRACKETCL

C-CLIP & C-RAILCL

PORCELAIN TILE

ALUMINUM L PROFILE
(6063-T6) BLACK ANODIZED

ELASTIC SEPARATOR 2mm

ALUM. CLEAT (6063-T6)

1
4" Ø S.S 300 SERIES

FASTENER (Fu = 75 ksi)
AT EACH VERTICAL GIRT.

EXTERIOR SHEATHING
(BY OTHERS)

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

KEIL ANCHOR BOLT

STUD FRAMING
(BY OTHERS)

WALL ANCHOR
BASED ON STUD TYPE

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

4

GVM @ HEADER CONDITIONS



BACKER ROD & SEALANT
(BY OTHERS)

EXTRUDED ALUM. SILL FLASHING WITH DRIP LIP

TRANSITION MEMBRANE (BY OTHERS)

4"

1"

6"

INSULATION (OPTIONAL)

WEATHER MEMBRANE
(OPTIONAL)

THERMAL BREAK
 (OPTIONAL)

GVM SILL CONDITIONS DETAIL5

C-CLIP & C-RAILCL

BRACKETCL

ALUMINUM L PROFILE
(6063-T6) BLACK ANODIZED

GV ALUMINUM BRACKET (6063-T6)

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

PORCELAIN TILE

KEIL ANCHOR BOLT

ELASTIC SEPARATOR 2mm

ALUM. C-RAIL (6063-T6) BLACK ANODIZED

ALUM. CLEAT (6063-T6)

LEVELING BOLT AT TOP C-HANGER

SECURED FASTENER

1
4" Ø S.S. 300 SERIES FASTENER (Fu = 75

ksi) AT EACH VERTICAL GIRT.

EXTERIOR SHEATHING
(BY OTHERS)

INTERIOR SHEATHING
(BY OTHERS)

STUD FRAMING
(BY OTHERS)

WALL ANCHOR
BASED ON STUD TYPE

3
8"

43
4"±1/2"

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

5

GVM @ SILL CONDITIONS



GVM JAMB CONDITIONS DETAIL6

43
4"±1/2"1

2"

ALUMINUM TRIM
(BLACK ANODIZED)

STUD FRAMING
(BY OTHERS)

3
8"

6"

JAMB CONDITION
(BY OTHERS)

PORCELAIN TILE

INSULATION (OPTIONAL)

WEATHER MEMBRANE
(OPTIONAL)

TRANSITION MEMBRANE
(BY OTHERS)

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

ALUM. CLEAT (6063-T6)

THERMAL BREAK
(OPTIONAL)

C-CLIPCL

GV ALUMINUM BRACKET
(6063-T6)

1
4" Ø S.S 300 SERIES
FASTENER (Fu = 75 ksi) AT
EACH VERTICAL GIRT.

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

SECURED FASTENER

LEVELING BOLT AT TOP
C-HANGER

KEIL ANCHOR BOLT

EXTERIOR SHEATHING
(BY OTHERS)

INTERIOR SHEATHING
(BY OTHERS)

WALL ANCHOR
BASED ON STUD TYPE

BRACKETCL

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

3
8"

NON-CONTINUOUS
SUPPORT ANGLES

BACKER ROD & SEALANT
(BY OTHERS)

ELASTIC SEPARATOR 2mm

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

6

GVM @ JAMB CONDITIONS



4"

4"

3
8" 23

8"

GVM HORIZONTAL JOINT DETAIL7
 

6"

6"

WEATHER MEMBRANE
(OPTIONAL)

INSULATION
(OPTIONAL)

3
8"

43
4"±1/2"

C-CLIP & C-RAILCL

BRACKETCL

C-CLIP & C-RAILCL

BRACKETCL

THERMAL BREAK
(OPTIONAL)

GV ALUMINUM BRACKET
(6063-T6)

PORCELAIN TILE

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

INTERIOR SHEATHING
(BY OTHERS)

EXTERIOR SHEATHING
(BY OTHERS)

ELASTIC SEPARATOR 2mm

KEIL ANCHOR BOLT

1
4" Ø S.S. 300 SERIES FASTENER

(Fu = 75 ksi) AT EACH PROFILE

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

ALUM. CLEAT (6063-T6)

LEVELING BOLT AT
TOP C-HANGER

SECURED FASTENER

WALL ANCHOR
BASED ON STUD TYPE

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

7

GVM @ HORIZONTAL JOINT



WEATHER MEMBRANE
(OPTIONAL)

EXTERIOR SHEATHING
(BY OTHERS)

WALL ANCHOR
BASED ON STUD TYPE

PORCELAIN TILE

BRACKETCL

6"

3
8"

43
4"±1/2"

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

GV ALUMINUM BRACKET
(6063-T6)

THERMAL BREAK
(OPTIONAL)

INSULATION (OPTIONAL)

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

ALUM. CLEAT (6063-T6)

ELASTIC SEPARATOR 2mm
KEIL ANCHOR BOLT

1
4" Ø S.S. 300 SERIES FASTENER

(Fu = 75 ksi) AT EACH
VERTICAL GIRT.

GVM EIFS BAND DETAIL8

TRANSITION MEMBRANE (BY OTHERS)

C-CLIP & C-RAILCL

EXTRUDED ALUM. FLASHING DRIP LIP

STUD FRAMING (BY OTHERS)

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

8

GVM @ EIFS BAND



GVM OUTSIDE CORNER DETAIL9

6"

6"

4"

4"

43
4"±1/2"

3
8"

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

PORCELAIN TILE

INSULATION (OPTIONAL)

WEATHER MEMBRANE
(OPTIONAL)

EXTERIOR SHEATHING
(BY OTHERS)

STUD FRAMING
(BY OTHERS)

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

ALUM. CLEAT (6063-T6)

C-CLIPCL

INTERIOR SHEATHING
(BY OTHERS)

THERMAL BREAK
(OPTIONAL)

SECURED FASTENER
LEVELING BOLT AT TOP

C-HANGER

KEIL ANCHOR BOLT

1
4" Ø S.S. 300 SERIES

FASTENER (Fu = 75 ksi) AT
EACH VERTICAL GIRT.

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

BRACKETCL

WALL ANCHOR
BASED ON STUD TYPE

ELASTIC SEPARATOR 2mm

GV ALUMINUM BRACKET
(6063-T6)

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

9

GVM @ OUTSIDE CORNER



43
4"±1/2"

3
8"

GVM INSIDE CORNER DETAIL10

3
8"

1
4" Ø S.S. 300 SERIES

FASTENER (Fu = 75 ksi) AT
EACH VERTICAL GIRT.

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

PORCELAIN TILE

INSULATION (OPTIONAL)

WEATHER MEMBRANE
(OPTIONAL)

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

ALUM. CLEAT (6063-T6)

THERMAL BREAK
(OPTIONAL)

STUD FRAMING
 (BY OTHERS)

C-CLIPCL

KEIL ANCHOR BOLT

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

SECURED FASTENER

LEVELING BOLT AT TOP
C-HANGER

GV ALUMINUM BRACKET
(6063-T6)

BASED ON STUD TYPE

BRACKETCL

ELASTIC SEPARTOR 2mm

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022
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GVM @ INSIDE CORNER



PORCELAIN TILE

STUD FRAMING
(BY OTHERS)

WEATHER MEMBRANE (OPTIONAL)

INSULATION (OPTIONAL)

EXTERIOR SHEATHING
(BY OTHERS)

3
8"

43
4"±1/2"

INTERIOR SHEATHING
(BY OTHERS)

1
4" Ø S.S. 300 SERIES

FASTENER (Fu = 75 ksi) AT
EACH VERTICAL GIRT.

SECURED FASTENER

LEVELING BOLT AT TOP
C-HANGER

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

ALUM. CLEAT
(6063-T6)

KEIL ANCHOR BOLT

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

GV ALUMINUM BRACKET
(6063-T6)

THERMAL BREAK
(OPTIONAL)

WALL ANCHOR
BASED ON STUD TYPE

GVM PLAN DETAIL AT TYPICAL L-PROFILE ATTACHMENT11

ELASTIC SEPARATOR 2mm

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

11

GVM @ TYPICAL L-PROFILE
ATTACHMENT



STUD FRAMING
(BY OTHERS)

EXTERIOR SHEATHING
(BY OTHERS)

PORCELAIN TILE

INSULATION (OPTIONAL)

3
8"

3
8"

43
4"±1/2"

4"4"

WALL ANCHOR
BASED ON STUD TYPE

ALUM. CLEAT
(6063-T6)

SECURED FASTENER

LEVELING BOLT AT TOP
C-HANGER

KEIL ANCHOR BOLT

THERMAL BREAK
(OPTIONAL)

GV ALUMINUM BRACKET
(6063-T6)

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

GVM VERTICAL JOINT12

WEATHER MEMBRANE
(OPTIONAL)

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

ELASTIC SEPARATOR 2mm

1
4" Ø S.S. 300 SERIES

FASTENER (Fu = 75 ksi) AT
EACH VERTICAL GIRT.

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

12

GVM @ VERTICAL JOINT



EXTERIOR SHEATHING
(BY OTHERS)

STUD FRAMING
(BY OTHERS)

WEATHER MEMBRANE
(OPTIONAL)

INSULATION (OPTIONAL)

3
8"

43
4"±1/2"

ELASTIC SEPARATOR 2mm

KEIL ANCHOR BOLT

1
4" Ø S.S. 300 SERIES FASTENER

(Fu = 75 ksi) AT EACH PROFILE

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

ALUM. CLEAT (6063-T6)

GV ALUMINUM BRACKET
(6063-T6)

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

THERMAL BREAK
(OPTIONAL)

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

PORCELAIN TILE

BRACKETCL

LEVELING BOLT AT
TOP C-HANGER

SECURED FASTENER

BRACKETCL

WALL ANCHOR
BASED ON STUD TYPE

C-CLIPCL

GVM FASCIA TO SOFFIT DETAIL13

6"

6"

C-CLIPCL

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

13

GVM @ FASCIA TO SOFFIT



EXTERIOR SHEATHING
(BY OTHERS)

STUD FRAMING (BY OTHERS)

WEATHER MEMBRANE
(OPTIONAL)

INSULATION (OPTIONAL)

GV ALUMINUM BRACKET (6063-T6)

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

THERMAL BREAK
(OPTIONAL)

1"

3
8"

43
4"±1/2"

3
8"

ELASTIC SEPARATOR 2mm

KEIL ANCHOR BOLT

1
4" Ø S.S. 300 SERIES FASTENER

(Fu = 75 ksi) AT EACH PROFILE

ALUM. C-RAIL (6063-T6) BLACK ANODIZED

ALUM. CLEAT (6063-T6)

ALUMINUM L PROFILE (6063-T6) BLACK ANODIZED

PORCELAIN TILE

BRACKETCL

INTERIOR SHEATHING
(BY OTHERS)

LEVELING BOLT AT
TOP C-HANGER

SECURED FASTENER

WALL ANCHOR
BASED ON STUD TYPE

C-CLIPCL

GVM SOFFIT TO FASCIA DETAIL14

6"

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

14

GVM @ SOFFIT TO FASCIA



WALL ANCHOR
BASED ON STUD TYPE

WEATHER MEMBRANE
(OPTIONAL)

INTERIOR
SHEATHING
(BY OTHERS)

EIFS (BY OTHERS)

BRACKETCL

1"

3
8"

43
4"±1/2"

PORCELAIN TILE

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

GV ALUMINUM BRACKET
(6063-T6)

THERMAL BREAK
(OPTIONAL)

INSULATION (OPTIONAL)

EXTERIOR SHEATHING
(BY OTHERS)

ALUMINUM L PROFILE
(6063-T6) BLACK ANODIZED

ELASTIC SEPARATOR 2mm

KEIL ANCHOR BOLT
1
4" Ø S.S. 300 SERIES

FASTENER (Fu = 75 ksi)
 AT EACH VERTICAL GIRT.

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

ALUM. CLEAT
(6063-T6)

TRANSITION MEMBRANE
(BY OTHERS)

6"

GVM ABOVE EIFS DETAIL15

STUD FRAMING (BY OTHERS)

EXTRUDED ALUM. HEADER
FLASHING DRIP LIP

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

15

GVM @ ABOVE EIFS



INTERIOR SHEATHING
(BY OTHERS)

WEATHER MEMBRANE
(OPTIONAL)

INSULATION (OPTIONAL)

EXTERIOR SHEATHING
(BY OTHERS)

WALL ANCHOR
BASED ON STUD TYPE

BRACKETCL

1"

6"

PORCELAIN TILE

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

GV ALUMINUM
BRACKET (6063-T6)

THERMAL BREAK
(OPTIONAL)

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

3
8" 43

4"±1/2"

TRANSITION MEMBRANE
(BY OTHERS)

ELASTIC SEPARATOR 2mm

KEIL ANCHOR BOLT

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

ALUM. CLEAT (6063-T6)

1
4" Ø S.S. 300 SERIES FASTENER
(Fu = 75 ksi) AT EACH VERTICAL GIRT.

EIFS (BY OTHERS)

EXTRUDED ALUM. SILL
FLASHING WITH DRIP LIP

STUD FRAMING
(BY OTHERS)

LEVELING BOLT AT
TOP C-HANGER

SECURED FASTENER

GVM BELOW EIFS DETAIL16

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

16

GVM @ BELOW EIFS



1"

6"

3
8"

LEVELING BOLT AT
TOP C-HANGER

SECURED FASTENER

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

43
4"±1/2"

WEATHER MEMBRANE
(OPTIONAL)

BRACKETCL

C-CLIP & C-RAILCL

PORCELAIN TILE

GV ALUMINUM BRACKET
(6063-T6)

INTERIOR
SHEATHING
(BY OTHERS)

EXTERIOR SHEATHING
(BY OTHERS)

ELASTIC SEPARATOR 2mm

KEIL ANCHOR BOLT

ALUM. CLEAT (6063-T6)

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

STUD FRAMING
(BY OTHERS)

WALL ANCHOR BASED ON
STUD TYPE

(1) 14" DIA. S.S. FASTENER (300 SERIES,
Fu=75ksi) @ "C" RAIL TO VERTICAL L
CONNECTION

GVM FIXED POINT DETAIL17

THERMAL BREAK
(OPTIONAL)

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

INSULATION (OPTIONAL)

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022

17

GVM @ FIXED POINT



1"

6"

3
8"

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

43
4"±1/2"

WEATHER MEMBRANE
(OPTIONAL)

BRACKETCL

C-CLIP & C-RAILCL

PORCELAIN TILE

GV ALUMINUM BRACKET
(6063-T6)

INTERIOR
SHEATHING
(BY OTHERS)

EXTERIOR
SHEATHING
(BY OTHERS)

ELASTIC SEPARATOR 2mm

KEIL ANCHOR BOLT

ALUM. CLEAT (6063-T6)

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

STUD FRAMING
(BY OTHERS)

WALL ANCHOR BASED ON
STUD TYPE

(1) 14" DIA. S.S. FASTENER (300 SERIES,
Fu=75ksi) @ "C" RAIL TO VERTICAL L
CONNECTION

GVM FLEXIBLE POINT DETAIL18

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

THERMAL BREAK
(OPTIONAL)

INSULATION (OPTIONAL)

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022
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GVM @ FLEXIBLE POINT



43
4"±1/2"

3
8"

INSULATION (OPTIONAL)

WEATHER MEMBRANE
(OPTIONAL)

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

GV ALUMINUM BRACKET
(6063-T6)

THERMAL BREAK
(OPTIONAL)

1
4" Ø S.S. 300 SERIES

FASTENER (Fu = 75 ksi) AT
EACH VERTICAL GIRT.

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

PORCELAIN PANEL

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

ALUM. CLEAT
(6063-T6)
SECURED
FASTENER
LEVELING BOLT AT
TOP C-HANGER
KEIL ANCHOR BOLT

1
4"

GVM OUTSIDE CORNER DETAIL (MITERED)19

WALL ANCHOR
BASED ON STUD TYPE

STUD FRAMING
(BY OTHERS)

ELASTIC SEPARATOR 2mm

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022
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GVM @ OUTSIDE CORNER
(MITERED)



68°

68°

C-CLIPCL

PORCELAIN PANEL

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

INSULATION (OPTIONAL)

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

GV ALUMINUM BRACKET
(6063-T6)

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW ALUM. CLEAT

(6063-T6)

SECURED FASTENER

LEVELING BOLT AT TOP
C-HANGER

KEIL ANCHOR BOLT

WEATHER MEMBRANE
(OPTIONAL)

THERMAL BREAK
 (OPTIONAL)

3
8"

43
4"±1/2"

1
4"

GVM OUTSIDE CORNER DETAIL (ACUTE MITERED)20

WALL ANCHOR
BASED ON STUD TYPE

1
4" Ø S.S. 300 SERIES

FASTENER (Fu = 75 ksi) AT
EACH VERTICAL GIRT.

ELASTIC SEPARATOR 2mm

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022
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GVM @ OUTSIDE CORNER
(ACUTE MITERED)



43
4"±1/2"

3
8"

112°

PORCELAIN PANEL

ALUM. C-RAIL (6063-T6)
BLACK ANODIZED

INSULATION
(OPTIONAL)

STUD FRAMING
(BY OTHERS)

ALUMINUM L PROFILE (6063-T6)
BLACK ANODIZED

GV ALUMINUM BRACKET
(6063-T6)

1
4" Ø S.S. 300 SERIES

FASTENER (Fu = 75 ksi) AT
EACH VERTICAL GIRT.

IAH .19 - HEX 4.9 X 19
HWH TEK SCREW

WEATHER MEMBRANE
(OPTIONAL)

THERMAL BREAK
 (OPTIONAL)

ALUM. CLEAT (6063-T6)

SECURED FASTENER

LEVELING BOLT AT TOP
C-HANGER

KEIL ANCHOR BOLT

1
4"

GVM OUTSIDE CORNER DETAIL (OBTUSE MITERED)21

ELASTIC SEPARATOR 2mm

WALL ANCHOR
BASED ON STUD TYPE

GV FACADES
1075  WEST SAM HOUSTON
PKWY NORTH, SUITE #214,

HOUSTON, TEXAS 77043
TEL: 713 869 0800 GVM DETAILS

ISSUED FOR:

JOB NO: DRAWN BY:

SCALE: OP DETAIL NO:

DATE:

1ST SUBMITTAL

N/A AA

NTS

01-24-2022
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GVM @ OUTSIDE CORNER
(OBTUSE MITERED)
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